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GCCC STD. DWG No. 08-07-128

OVERFLOW PIPE

4 STAINLESS STEEL GRADE 316

INSIDE FACE OF
MANHOLE WALL.

HEX. HEAD BOLTS M16x115.
CHEM SET IN CONCRETE.
SHANKS TO PROJECT 45.
USE 3mm 316 WASHERS.

OVERFLOW SCREEN SHALL BE 10mm
HDPE FABRICATED.

PLAN

OVERFLOW SCREEN 2 DIMENSIONS ARE IN MILLIMETRES UNLESS POSITION OF SET—IN BOLTS
SHOWN OTHERWISE.
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DRILL #12 ISM o~ % N =20 NOTES:
1. ALL SMALL RADII SHALL BE 5.
N 6 2 2. ALL FITTINGS FOR USE WITH u.P.V.C. DROP
D | == PIPES SHALL BE RUBBER RING JOINTED TO
60° W37 o = IN-COMING SEWER.
PART PLAN 1 _ 5 m g 9 3. ALL FITTINGS FOR USE WITH V.C. PIPE/V.C.
o ADAPTOR PIPE SHALL BE RUBBER RING
PART PLAN 1 T T T 1T/ T m ¢m m m % _ JOINTED TO IN-COMING SEWER.
g ® _ ! 4. ALL FITTINGS SHALL BE CAST SPHEROIDAL
INSPECTION _ GRAPHITE IRON GRADE 500/320/7 TO
OPENING - - ! COMPLY WITH AS.1831.
- 5 RADIUS VERTICAL DIMENSION 2 _ 5. INSPECTION OPENING COVERS SHALL BE
g FOR SEATING OF RUBBER RING. 3 THICK u.P.V.C SHEET WITH M10 NYLON
(TYPICAL FOR ALL FITTINGS.) | NUTS & BOLTS TO SUIT.
6. DIMENSIONS ARE IN MILLIMETRES UNLESS
SECTIONAL ELEVATION _ _ SECTIONAL ELEVATION SHOWN OTHERWISE.
100 INSPECTION BEND _ u 150 INSPECTION BEND
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TYPE 'J TYPE 'M’ PLAN
STANDARD ~ BOLT DOWN SLAN

DUCTILE IRON COVER & FRAME
TYPES 'J” AND "M’

BOLT DOWN COVER NOTES:

1.

FOR TYPE ‘M’ COVERS PROVIDE A MINIMUM OF 2 x M10 (MINIMUM) 316
STAINLESS STEEL HOLD DOWN BOLTS WITH NYLON WASHERS.

SECTION D—D

_ 600 _
PLAN

DUCTILE IRON COVER & FRAME TYPE 'L’

COVER USAGE

COVER & FRAME

LOCATION

CLASS B COVER

PRIVATE PROPERTY
PUBLIC RESERVES
FOOTPATH & VERGE

CLASS D COVER

STREET & ROAD

GENERAL NOTES:

1

ALL COVERS AND FRAMES SHALL BE PROPRIETARY PRODUCTS

APPROVED BY COUNCIL AND CONFORMING WITH AS

WATERTIGHT TYPE 'd".

ALL COVERS SHALL HAVE:-

e 'SAN-SEW’ OR 'SEWER' CAST ON THE TOP FACE IN 3 HIGH
LETTERING (65 HIGH AND 40 WIDE)

e THE CLASS, TYPE AND WEIGHT CAST ON THE TOP FACE

2. FOR TYPE 'L’ COVERS PROVIDE A MINIMUM OF & x M10 (MINIMUM) 316 CARRAGEWAYS IN LEGIBLE 3 HIGH LETTERING.
STAINLESS STEEL HOLD DOWN BOLTS WITH NYLON WASHERS. w_ﬁw«mﬁww\mozz%g? 3. COVER TYPE M’ SHALL BE USED IN ALL SITUATIONS WHERE
3. FOR TYPE 'M' COVERS PROVIDE 4 REGISTERS IN COVERS AND FRAMES B0LT DoWN COVER | LOCATIONS SUBJECT THE TOP OF THE MANHOLE IS BELOW FLOOD LEVEL.
AS DETAILED IN CLAUSE 1.4.2.7. OF AS3996. (CAST INSITU T0 FLOODING. 4 ALL DUCTILE IRON COMPONENTS SHALL COMPLY WITH AS.1831
MANHOLES) GRADE 600/3
5. SURFACE FINISH SHALL BE SQUARED OR DIAMOND PATTERNED.
6. DIMENSIONS ARE IN MILLIMETRES UNLESS SHOWN OTHERWISE.
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